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Image 1 - Repaired Cracks 

Image 2 - Recirculation intake penetration 

Sofia Water Tank 2016 Inspection Report Photos 
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Image 3 Fire Pump Inlet 

Image 4 - Water level Pipe Penetration 
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Image 5 - Corroded ladder anchors 

Image 6 - Unsealed vent / overflow 
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Sketches 
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